
ADDENDUM #1 
East Riverside Park Field Lighting 

RFP# 03-07/19/16 
 
 
 
 
 

ISSUED: July 14, 2016 
 
NOTICE TO VENDORS:  
 
The following revisions, additions, and clarifications are hereby made part of the Contract 
Documents for the above-referenced project and shall be taken into account in the 
preparation of all Responders and executioners of all Work. Responders shall acknowledge 
receipt of the Addendum in their response. 
 

 
1. The following shall be inserted as the last paragraph to page 265110-2, 1.2.B: 

“Group relamping shall occur during the warranty as required to maintain light 
level criteria using 400 hours of use per year and the manufacturers’ published 
lamp life.” 

 
2. On page 265110-3, paragraph 1.4.B.1, the electric power shall be revised to 240V, 

1ɸ. 
 

3. On page 265110-9, paragraph 3.2.B, delete the phrase “by plans or minus 10 percent 
or more”. Measured light levels shall meet or exceed foot candles target levels. 
 

4. Warranty clarification: Metal halide lighting systems shall have a 25 year warranty 
as described. Alternate LED lighting systems shall have a 10 year warranty. All 
warranties shall be submitted with the proposal. 
 

5. Subject to plans and specifications, Qualite Sports Lighting is an acceptable 
manufacturer of equipment for this project. If proposing Qualite Sports Lighting, 
the following information must be included in the proposal. 
 

a. Light must equal or exceed required maintained light levels, +/- 10% is not 
acceptable. 

b. Explain how light levels are maintained. What LLF was used for initial 
calculations? How is light levels boosted over time? 

c. Is the remote control system included in the 30 year warranty? 
d. Provide test reports for lamping. 
e. Contractor will be responsible for providing upgraded power system plans, 

as required, by other than the specified system and submitted for approval. 
f. Confirm that the remote ballasts will be provided for the fixtures. 
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6. Drawing E0.1 has been revised for clarification regarding project alternates and is 

attached to this Addendum.  
 

7. Drawing E1.2 has been revised to show the football field lighting power distribution, 
sports lighting feeders, and distribution demolition and rework. The revised 
drawing is attached to this Addendum. 
 

8. The price form has been revised to include the alternates. The revised price form is 
attached to this Addendum. 

 
END OF ADDENDUM 
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EAST RIVERSIDE PARK 

FIELD LIGHTING 
RFP# 03-07/19/16 

PRICE FORM – REVISED 0714/16 

 
___________________________________      _______________________ 
Authorized Signature         Date 

 

QUANTITY COMMODITIES OR SERVICES UNIT PRICE 
 
1 
 
1 
 
 
 
 
 
1 
 
 
 
 
1 
 
 
 
 
1 

 
FIELD LIGHTING SYSTEM 
 
INSTALLATION 
 

TAX 
      

     TOTAL 
      
ALTERNATE #1: INSTALL METAL HALIDE SYSTEM ON 
PRACTICE FIELD 1A. 
 
     ADD / DELETE $____________________________ 
 
ALTERNATE #2: USE OF LED FIXTURES IN PLACE OF 
METAL HALIDE. 
 
     ADD / DELETE $____________________________ 
 
ALTERNATE #3: USE OF LED FIXTURES ON FIELDS 1 AND 2 
AND THE INTALL OF AN LED SYSTEM ON PRACTICE FIELD 
1A. 
 
     ADD / DELETE $____________________________ 
 
 
LISTING OF SUB-CONTRACTORS AND THEIR SERVICE 
(MECHANICAL, ELECTRICAL, ETC.) 
 

 

 

 

 
NOTICE TO BIDDERS:  All taxes on any item, that Greenville 
County may require to pay, must be shown separately, not included 
in the price. 
 

 
LS 
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________________ 

 
________________ 

 
________________ 

 
________________ 
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