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Statistics

Description Symbol Avg Max Min Max/Min Avg/Min Avg/Max

CLA-SITE 0.7 fc 6.4 fc 0.0 fc N/A N/A 0.1:1

Parking Area 1.7 fc 3.2 fc 0.5 fc 6.4:1 3.4:1 0.5:1

Luminaire Schedule

Symbol Label Quantity Manufacturer Catalog Number Description Lamp

Number 

Lamps

Filename

Lumens Per 

Lamp

Light Loss 

Factor

Wattage

AA

5 Luminis Canada 

Inc.

EC803-L1W30-R3 ECLIPSE Maxi EC803 (1) Bridgelux BXRC-

40E4000-F c/w Thomas 

Research Driver LED40-

036-C1100D @ 120.00V

1 EC803-L1W30-

R3.ies

4059.024 0.8 38.2

YS

0 LIGMAN URA-40551-W40 Rado 3 recessed location light 3x3 LED 4000K 3 URA-40551-

W40.IES

78.95008 0.8 15.9

AP

11 EATON - 

McGRAW-EDISON 

(FORMER 

COOPER 

LIGHTING)

VTS-E04-LED-E1-SL3 VENTUS LED SITE LUMINAIRE (4) 

LIGHTBARS WITH AccuLED 

OPTICS - TYPE 3 W/ SPILL LIGHT 

CONTROL

(84) 4000K CCT, 70 CRI 

LEDs ABSOLUTE 

PHOTOMETRY IS BASED 

ON CALIBRATION 

FACTORS CREATED 

USING LAB LUMEN 

STANDARDS IN 

GONIOPHOTOMETER 

WITH TEST DISTANCE OF 

28.75 FEET

84 VTS-E04-LED-E1-

SL3.ies

143.5558 0.8 97.2

AB

15 GE LIGHTING EWS2_A7D140_____-120-

-277V

Evolve LED Area Light - Scalable - 

Wall Pack

LED 1 EWS2_A7D140__

___-120-

277V_tcm201-

97394.IES

3099.912 0.8 29

AP2

1 EATON - 

McGRAW-EDISON 

(FORMER 

COOPER 

LIGHTING)

VTS-E04-LED-E1-5WQ VENTUS LED SITE LUMINAIRE (4) 

LIGHTBARS WITH AccuLED 

OPTICS - TYPE 5 SQUARE WIDE

(84) 4000K CCT, 70 CRI 

LEDs ABSOLUTE 

PHOTOMETRY IS BASED 

ON CALIBRATION 

FACTORS CREATED 

USING LAB LUMEN 

STANDARDS IN 

GONIOPHOTOMETER 

WITH TEST DISTANCE OF 

28.75 FEET

84 VTS-E04-LED-E1-

5WQ.ies

150.3958 0.8 194.4
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